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SCALE:
BRICK MASONRY AND CAST STONE JOINT LEGEND

N/A

CJ = CONTROL JOINT SEE DETAILS 1, 2, 3, 5 AND 6/AS602
MJ = MORTAR JOINT  TYPICAL BETWEEN CAST STONE BASE PANELS AND BELT 

COURSE PANELS EXCEPT AT CONTROL JOINTS.  PANELS NOT
TO EXCEED 15x THICKNESS WITH CONTROL JOINTS NOT TO
EXCEED 25'-0" O.C.

NOTE:  CONTROL JOINTS IN THE FACE BRICK SHALL BE CONTINUOUS FROM THE TOP OF THE CAST STONE PANEL OR THE
HEAD OF THE WINDOW AS APPLICABLE TO THE TOP OF THE BRICK VENEER.  JOINTS IN THE CAST STONE PANEL AND
BELT COURSE SHALL BE AS INDICATED ON THE ELEVATIONS.  REFER TO STRUCTURAL DRAWINGS FOR LOCATIONS OF
CONTROL JOINTS IN THE CMU BACKING.  SHADED BRICK AREAS ARE SETBACK 1" FROM UNSHADED AREAS.
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LINK CONNECTION PLANS AND ELEVATIONS
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AS102

LONG TERM / INTERMEDIATE PSYCHIATRIC
UNIT

12/
16/

201
1

NORTH

 1/8" = 1'-0"
WEST ELEVATION AT LINK CONNECTION

4

 1/8" = 1'-0"
EAST ELEVATION AT CONNECTION LINK

5

 1/8" = 1'-0"

REFLECTED CEILING PLAN - LINK
CONNECTION

2

NORTH

 1/8" = 1'-0"
ROOF PLAN - LINK CONNECTION

3

NORTH

 1/8" = 1'-0"

EXISTING BUILDING III DEMOLITION, NEW
CONSTRUCTION PLAN - LINK
CONNECTION

1

NEW CONSTRUCTION PLAN - LINK CONNECTION NOTE BLOCK
Keynote
Number Description

1 REMOVE AND DISPOSE OF EXISTING RETAINING WALL CONSTRUCTION TO MINIMUM 1'-0" BELOW FINISH GRADE AND AS
REQUIRED TO PERMIT CONSTRUCTION OF LINK, INCLUDING EXISTING FOUNDATION AND FOOTINGS.  SALVAGE AND CLEAN
SUFFICIENT FACE BRICK TO REPAIR EXISTING BUILDING WALL WHERE DISTURBED AT THIS LOCATION AND AT REMOVED
BULKHEAD BELOW WINDOW.  TOOTH IN SALVAGED BRICK TO MATCH EXISTING COURSING.

2 REMOVE AND DISPOSE OF EXISTING WINDOW CONSTRUCTION COMPLETELY.  REMOVE AND DISPOSE OF CENTER 10'-4" +/-
BULKHEAD CONSTRUCTION BELOW WINDOW DOWN TO TOP OF FOUNDATION.  SAW-CUT EXISTING MASONRY.  REFER TO
MECHANICAL DRAWINGS FOR DISCONNECTION AND REMOVAL OF EXISTING FIN TUBE RADIATION THIS WALL.

3 PROPOSED INFORMATION KIOSK LOCATION

EXTERIOR ELEVATION KEYNOTES
Keynote
Number Description

1 PREFINISHED METAL COPING AND FASCIA
2 PREFINISHED METAL WALL CLADDING
3 4-1/2" CAST STONE BELT COURSE
4 4" BRICK VENEER WITH 8" CMU BACKUP
5 5" CAST STONE PANEL
6 DOUBLE SOLDIER COURSE HEADER
7 ASPHAULT SHINGLES
8 FORMED PREFINISHED METAL FASCIA AND SOFFIT
9 CONCRETE KNEE-WALL
10 BRICK PIER WITH PRECAST CAP
11 ALUMINUM ORNAMENTAL FENCING
12 PRECAST WALL CAP
13 ARCHITECTURAL ALUMINUM LOUVER (L-1A), SEE SHEET AS301 FOR LOUVER TYPES
14 ARCHITECTURAL ALUMINUM LOUVER (L-1B), SEE SHEET AS301 FOR LOUVER TYPES
15 ARCHITECTURAL ALUMINUM LOUVER (L-2), SEE SHEET AS301 FOR LOUVER TYPES
16 ARCHITECTURAL ALUMINUM LOUVER (L-3), SEE SHEET AS301 FOR LOUVER TYPES
17 ROOF SCUPPER - SEE ROOF PLAN SHEET AS104
18 PROVIDE 3/4" SOFT JOINT BOTH SIDES OF LOW WALL WHERE IT MEETS BUILDING WALL SIMILAR TO 20/AS602.

STOP FENCE 3/4" FROM BUILDING WALL WITH END POST.  REFER TO STRUCTURAL DRAWINGS FOR BELOW
GRADE CONNECTION.

19 SIAMESE CONNECTION - SEE FIRE PROTECTION
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